
(E)
WAITING

AREA

F1�240

(E)
DRESSING

ROOM

F1�229

(E)
DRESSING

ROOM

F1�227

(E)
CONFERENCE

ROOM

F1�215

(E)
ELECTRICAL

ROOM

E�1.1

(E) CHEST
ROOM

F1�225

(E)
LEARNING
CENTER

F1�254

(E)
RADIOLOGY

SUITE

F1�284

(E) OFFICE

F1�286

(E) OFFICE

F1�288
(E) OFFICE

F1�280

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 01

F1�211

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 02

F1�209

(E) TOILET

F1�217

(E)
STORAGE

F1�283

(E) SECY /
WAIT

F1�285

(E) OFFICE
CHIEF

RADIOLOGIST

F1�287

(E) OFFICE

F1�291

A A

A

A

A

A

A

C

B

D

E

F

AREA OF WORK

G

H

K

L

HALLWAY

F1�C11

HALLWAY

F1�C10

(E) HAC

F1�281

HALLWAY

F1�C12

(E) DRESSING
ROOM
F1�272

(E) DRESSING
ROOM
F1�270

(E) TOILET

F1�268

(E) VEST
F1�260

(E) DRESSING
ROOM
F1�262

(E) DRESSING
ROOM
F1�266

(E) DRESSING
ROOM
F1�264

1

REMOVE ALL EXISTING FINISHES FROM FLOORS & WALLS AT THIS LOCATIONA

REMOVE EXISTING DOOR, FRAME & HARDWAREB

REMOVE ALL EXISTING PLUMBING FIXTURES, CAP OFF PIPES.C

REMOVE AND SAVE EXISTING DOOR FRAME & HARDWARE FOR NEW
LOCATION � SEE FLOOR PLAN

D

REMOVE EXISTING WALL FOR RELOCATED DOORE

REMOVE (E) FLOORING, SEE FLOOR PLAN FOR EXTENT OF REMOVALF

REMOVE EXISTING BUMPER GUARD BACK SO THERE WILL BE 2" CLEAR
BETWEEN DOOR/SIDE LIGHT FRAME & HANDRAIL. RETAIN RETURN FOR
REUSE

G

REMOVE EXISTING WOOD HANDRAIL BACK SO THERE WILL BE 2" CLEAR
BETWEEN DOOR/SIDELIGHT FRAME & HANDRAIL. RETAIN RETURN FOR
REUSE

H

NOT USEDJ

EXISTING BUMPER GUARD & HANDRAILTO REMAINK

REMOVE EXISTING BUMPER GUARD AND HANDRAILL

WALLS TO BE REMOVED

EXISTING WALLS

1
DEMO PLAN

DEMO PLAN  KEYNOTES

DEMO PLAN SHEET NOTES

DEMO PLAN LEGEND

1.  PATCH AND REPAIR ALL SURFACES DAMAGED IN AREA AFFECTED BY WORK TO MATCH (E)
ADJACENT CONSTRUCTION, UNLESS OTHERWISE NOTED.

2. PATCH AND REPAIR WALLS WHERE OUTLETS ARE MOVED. SEE ELECTICAL DRAWINGS FOR
REMOVED OUTLETS.

3. REMOVE ALL EXISTING CORNER GUARDS.
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125 SF

EXAM
ROOM

F1�264

52 SF

DRESSING
ROOM

F1�272

51 SF

DRESSING
ROOM

F1�27058 SF

TOILET

F1�268

1' � 0"

7' � 9"

3' � 9 1/2" 6' � 8" 6' � 3"

8
' �

 6
 1

/2
"

C
L
R
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5
' �

 0
"

0
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 1
1
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(E)
WAITING

AREA

F1�240

(E)
DRESSING

ROOM

F1�229

(E)
DRESSING

ROOM

F1�227

(E)
CONFERENCE

ROOM

F1�215

(E)
ELECTRICAL

ROOM

E�1.1

(E) CHEST
ROOM

F1�225

(E)
LEARNING
CENTER

F1�254

(E)
RADIOLOGY

SUITE

F1�284

(E) OFFICE

F1�286

(E) OFFICE

F1�288

(E) OFFICE

24

(E) OFFICE

F1�280

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 01

F1�211

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 02

F1�209

(E) TOILET

F1�217

(E)
STORAGE

F1�283

(E) SECY /
WAIT

F1�285

(E) OFFICE
CHIEF

RADIOLOGIST

F1�287

(E) OFFICE

F1�291

3'�8 1/2" +/�

VESTIBULE

F1�260

B

C

D

BA

A

A700

3

2

E

F

ALIGN

5' � 6 1/2"

CR002 CR001

ER001

LC001

R001

AREA OF WORK

G G

4

A7001

B

K

L

L

H

J

A
L
IG

N

A01

A
0
1

A01

A01

A
0
1

A
0
1

A
0
1

A
0
2

A02

A02

A03

TYP

M

A700

8

12

WAITING
AREA

F1�266

1

1

1 1

1 1

1

H001

EXISTING WALLS

NEW WALLS

EXISTING 1�HR FIRE BARRIER WALL PER
DRAWING SET DATED FEB. 1, 2013 BY
SMITHGROUP.
PROJECT NUMBER 640�424.

1�HR FIRE BARRIER WALL

EQUIPMENT: OWNER FURNISHED, CONTRACTOR INSTALLED.
FOR EQUIP ANCHORAGE, SEE DETAILS   ,      ,

A

5' TURNING RADIUSB

30" x 48" CLEARANCEC

56" x 60" CLEARANCED

SINK, SEE PLUMBING DRAWINGSE

TOILET, SEE PLUMBING DRAWINGSF

MIRROR 30" x 72", HEAD HT. 7'�0"G

WOOD HANDRAIL TO MATCH EXISTING. HOLD BACK 2" FROM
DOOR AND SIDELIGHT FRAME, PROVIDE BRACKET & BACKING
PLATE

H

BUMPER GUARD � HOLD BACK 2" FROM DOOR AND SIDELIGHT
FRAME. PROVIDE BRACKET AND BACKING PLATE

J

SURFACE MOUNTED CORNER GUARD: MATCH EXISTING, SEE
DETAIL 14/A801

K

EXISTING BUMPER GUARD AND HANDRAIL TO REMAINL

/18 A802/16 A802 /17 A802

RELOCATED DOOR, HARDWARE, & FRAMEM
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100
FLOOR PLAN

A201

Radiology Renovation for
Mammography

Palo Alto, CA

6409159129

7/19/2016

FLOOR PLAN  KEYNOTES

FLOOR PLAN SHEET NOTES

FLOOR PLAN LEGEND

 1/4" = 1'�0"
1

FLOOR PLAN

ADDENDUM 1 08/29/16

CONSTRUCTION
DOCUMENTS

1. NEW AND EXISTING OUTLETS, JACK COVER PLATES, AND ELECTRICAL CONTROL
DEVICES TO BE WHITE COLOR, U.N.O.

2. REFER TO DETAILS ON SHEET A802 FOR TYPICAL BRACING AT NEW PARTITIONS
3. PROVIDE BACKING AND BRACING IN PARTITIONS FOR EQUIPMENT PER 6/A803.
4. REFER TO SHEET A803 FOR TYPICAL PARTITION DETAILS.
5. CUT AND FIT COMPONENTS AS REQUIRED TO ALTER EXISTING WORK FOR

INSTALLATION OF NEW WORK.  PATCH DAMAGED AREAS TO MATCH ADJACENT
MATERIALS AND FINISHES.

6. REMOVE AND CLEAN ANY ITEMS TO BE RE�USED PRIOR TO RE�INSTALLATION.
7. STAGGER JOINTS IN GYP. BD. SHEETS 24" ON EACH SIDE AND ON OPPOSITE SIDES

AT ALL ACOUSTICAL PARTITIONS.

ADDENDUM 1
08/29/16



EXAM
ROOM

F1�264

DRESSING
ROOM

F1�272

DRESSING
ROOM

F1�270

TOILET

F1�268

RF1

RF1

RF1 RF1

FT1

WB1 WB1

WB1

WB1

WT1

WT2

A A

B

C

P2

P2

AREA OF WORK

D D D

D

(E) OFFICE

F1�291

(E) OFFICE
CHIEF

RADIOLOGIST

F1�287

(E) SECY /
WAIT

F1�285

(E)
STORAGE

F1�283

(E) HAC

F1�281

HALLWAY

F1�C12

(E) OFFICE

24

(E) OFFICE

F1�288

(E) OFFICE

F1�286

(E)
RADIOLOGY

SUITE

F1�284

(E) OFFICE

F1�280

(E)
LEARNING
CENTER

F1�254

(E)
WAITING

AREA

F1�240

HALLWAY

F1�C10

(E)
CONFERENCE

ROOM

F1�215

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 01

F1�211

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 02

F1�209

(E) TOILET

F1�217

(E)
ELECTRICAL

ROOM

E�1.1

(E) CHEST
ROOM

F1�225

HALLWAY

F1�C11

(E)
DRESSING

ROOM

F1�227

(E)
DRESSING

ROOM

F1�229

D

CHANGING ROOM BENCH, TBDA

WAITING AREA CHAIRS, TBDB

WAITING AREA TABLE, TBDC

SIGNAGE AT THIS LOCATION � SEE SHEET A700
FOR TYPE AND LOCATION OF SIGN

D

RUBBER FLOOR, MANNINGTON, COLORFIELDS, THERMOSET RUBBER, TYPE TS,
COLOR: 894 SANDBOX

RF1

FLOOR TILE, CROSSVILLE, SPEAKEASY, 8"X36", COLOR: AV281 SIDECAR WITH
CUSTOM BUILDING PRODUCTS GROUT, COLOR: #09 NATURAL GRAY

FT1

WALL TILE, FIELD, DALTILE, MODERN DIMENSIONS, 4 1/4"x8 1/2" COLOR: 775 MATTE BISCUIT,
WITH CUSTOM BUILDING PRODUCTS GROUT, COLOR: 333 ALABASTER, SEE ELEVATIONS,
SHEET A700

WT1

WALL TILE, ACCENT, DALTILE, COLOR WAVE CLASSIC BLENDS, 2X1 BRICK�JOINT MOSAIC, COLOR:
WILLOW WATERS CW21, WITH CUSTOM BUILDING PRODUCTS GROUT, COLOR: #09 NATURAL GRAY
SEE ELEVATIONS, SHEET A700

WT2

6" COVED RUBBER WALL BASE, JOHNSONITE, COLOR: 31�ZEPHYRWB1

SOLID SURFACE COUNTERTOP, CORIAN, COLOR: RICE PAPERSS1

ALL WALLS AND CEILING IN TOILET ROOM ARE  KELLY MOORE, SWISS COFFEE, U.O.N.P1

ACCENT PAINT, KELLY MOORE, KM5801 WINTER MORNING MISTP2

 1/4" = 1'�0"
1

FINISH, SIGNAGE & FURNITURE PLAN

FINISH PLAN  KEYNOTES

FINISH PLAN SHEET NOTES

FINISH PLAN LEGEND

1 2 3 4 5 6 7 8 9

A
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C
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F
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100
FINISH, SIGNANGE, & FURNITURE PLAN

A230

Radiology Renovation for
Mammography

Palo Alto, CA

6409159129

7/19/2016
ADDENDUM 1 08/29/16

CONSTRUCTION
DOCUMENTS

1. CENTER THE TRANSITION OF FLOORS OCCURRING IN DOOR OPENINGS UNDER THE
CENTER OF THE DOOR IN CLOSED POSITION, U.N.O.

2. TILE JOINTS: ALIGN ALL JOINTS IN FLOOR & WALL TILES WHERE PARTITIONS AND
FLOORS MEET.  CENTER THE TILES IN THE ROOMS WITH NO START INDICATED ON PLAN.
NO TILES AT THE ROOM PERIMETER SHALL BE LESS THAN HALF THE WIDTH OF THE
TILE.

3. ALL PARTITIONS TO RECEIVE SEMI�GLOSS OR GLOSS PAINT TO BE FINISHED TO LEVEL 5
FINISH PER GYPSUM ASSOCIATION STD. GA�216, U.N.O.  ALL OTHER PARTITIONS TO BE
LEVEL 4 FINISH PER STD. GA�216.

1

ADDENDUM 1
08/29/16



TOILET

F1�268

DRESSING
ROOM

F1�270
DRESSING

ROOM

F1�272

VESTIBULE

F1�260

EXAM
ROOM

F1�264

(E)
RADIOLOGY

SUITE

F1�284

(E) OFFICE

F1�280
(E) OFFICE

F1�286

(E) OFFICE

F1�288

(E) OFFICE

24

(E) OFFICE

F1�291

(E) OFFICE
CHIEF

RADIOLOGIST

F1�287

(E) SECY /
WAIT

F1�285

(E)
STORAGE

F1�283

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 01

F1�211

(E)
GENERAL
PURPOSE

RADIOLOGY
ROOM 02

F1�209

(E) TOILET

F1�217

(E)
CONFERENCE

ROOM

F1�215

(E)
ELECTRICAL

ROOM

E�1.1

(E) CHEST
ROOM

F1�225

(E)
DRESSING

ROOM

F1�227

(E)
DRESSING

ROOM

F1�229

(E)
WAITING

AREA

F1�240

(E)
LEARNING
CENTER

F1�254

9'�0" A.F.F.

9'�0" A.F.F.

9'�0" A.F.F. 9'�0" A.F.F.9'�0" A.F.F.

A B B

C

AREA OF WORK

11

A802

6
' �

 1
 1

/2
"

1' � 4 5/32"

8
'�
0
" 

A
.F

.F
.

D

1

1

 2X2 LED FIXTURE

NEW 2' x 2' ACT GRID

 6" LED DOWNLIGHT

LED WALL MOUNT DIRECT, 3' LENGTH

LED WALL MOUNT INDIRECT/DIRECT 4' LENGTH

CEILING MOUNTED ILLUMINATED EXIT SIGN

EXISTING 2' x 2' ACT GRID

RETURN AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS

SUPPLY AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS

EXHAUST AIR CEILING DIFFUSER, SEE MECHANICAL DRAWINGS

NEW GYP CEILING

1

WALL MOUNTED DIRECT LED LIGHT FIXTURE ABOVE THE MIRRORA

B WALL MOUNTED INDIRECT/DIRECT LED LIGHT FIXTURE

C GYPBOARD SOFFIT

D PERIMETER CEILING ANGLE FOR EXISTING ACT

 1/4" = 1'�0"
1

BUILDING FIRST FLOOR REFLECTED
CEILING PLAN

1 2 3 4 5 6 7 8 9

A

B

C

D

E

F

1 2 3 4 5 6 7 8 9
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100
REFLECTED CEILING PLAN

A300

Radiology Renovation for
Mammography

Palo Alto, CA

6409159129

7/19/2016

REFLECTED CEILING  PLAN  KEYNOTES

REFLECTED CEILING PLAN SHEET NOTES

REFLECTED CEILING PLAN LEGEND

1.
2. REFER TO THE ARCHITECTURAL REFLECTED CEILING PLAN FOR:

�THE GENERAL TYPE AND SPECIFIC LOCATION OF LIGHT FIXTURES
�THE LOCATION OF EXIT SIGNS
�THE LOCATION OF WALL�MTD. LIGHTING FIXTURES +60" AFF OR ABOVE

3. PREPARE AND SUBMIT THE FOLLOWING DRAWINGS TO THE ARCHITECT FOR REVIEW AND
COORDINATION PRIOR TO ORDER OR FABRICATION OF MATERIALS AND/OR INSTALLATION OF
SYSTEM:

�HVAC DRAWINGS
�ELECTRICAL CIRCUITING AND SWITCHING PLANS
�SPRINKLER DIAGRAMS AND HEAD LOCATION

4. REFER TO DETAIL SHEET A802 FOR SEISMIC BRACING OF NEW AND MODIFIED SUSPENDED
CEILINGS.

5. INSTALL THE SUSPENDED CEILING TO BE LEVEL WITHIN A TOLERANCE OF 1/8" IN 12'�0".
ANCHOR AS REQUIRED.

6. INSTALL PERIMETER CEILING ANGLE TIGHT TO PARTITION, FREE FROM CURVES, BREAKS,
AND OTHER IRREGULARITIES.

7. WHERE ACOUSTICAL TILES ARE REQUIRED TO BE CUT, CUT THE TILES TO MAINTAIN A SHARP
AND NEAT EDGE.

8. INSTALL NEW SPRINKLER HEADS AND LIGHT FIXTURES AT THE CENTER OF THE
ACOUSTICAL CEILING TILE, U.N.O.

9. ACOUSTICAL TILES ARE TO BE VINYL FACED AT RESTROOM

ADDENDUM 1 08/29/16

CONSTRUCTION
DOCUMENTS

NOTE:  SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION

ADDENDUM 1
08/29/16
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LIGHT FIXTURE

13

A801

1

NATURAL QUARTZ COUNTERTOP

1

7"�9" 13

A801

1

LIGHT FIXTURE

1

GYPBOARD SOFFIT

E
X

IS
T

IN
G
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E
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G
 H

E
IG

H
T

5
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 6
"

WALL SIGN

A700

11

SOFFIT/DOOR & SIDELITE

15

A801

16

A801

1

5
'�
0
"

TOILET ROOM
IDENTIFICATION
DOOR SIGN

LC

LC

LC

A
DOOR ELEVATION W/ SIGN LOCATION

PERMANENT ROOM
IDENTIFICATION
SIGN

NOTES:

1.  SAN SERIF TEXT RAISED 1/32" MIN &
5/8" HIGH.  WIDTH�TO�HEIGHT RATIO OF
3:5 TO 1:1 AND STROKE WIDTH TO
HEIGHT RATIO OF 1:5 TO 1:10
PROPORTIONS PER CBC 1117B.5.3, AND
LETTERS AND SYMBOLS PER CBC
1117B5.5

2.  GRADE 2 BRAILLE W/ DOME SHAPED
DOTS SHALL BE 1/10 INCH O.C. IN EACH
CELL, 2/10 INCH SPACE BETWEEN
CELLS, AND DOTS SHALL BE RAISED
1/40 INCH MIN.

3.  WALL MOUNTED SIGNAGE TO BE
LOCATED ON LATCH SIDE OF DOOR,
CLEAR OF DOOR SWING.

CLR

 18" MIN

C
L
R

 1
8

" 
M

IN

C OF TACTILE CHARACTERSL

B
LOCATION OF TACTILE SIGNS AT DOORS

 9"

+5'�0" AFF

0
' �

 1
0
 1

/4
"

1
' �

 0
"

A. 3/16" ACRYLITE P95 COLORLESS ACRYLIC 12" DIAMETER CIRCLE.
PAINT SECOND SURFACE TO MATCH C�1 OR C�2. TO CONTRAST
DOOR COLOR. 1/8" RADIUS ON ALL CORNERS AND EASE ALL
EDGES.

B. 1/16" ACRYLITE P95 COLORLESS ACRYLIC 10 1/4" EQUILATERAL
TRIANGLE PERMANENTLY ADHERED TO A. PAINT SECOND
SURFACE TO MATCH C�1 OR C�2, TO CONTRAST A. 1/8" RADIUS ON
ALL CORNERS AND EASE ALL EDGES OF THE TRIANGLE.

A

B

ALL DETAILS PER SIGN TYPE IN�320, EXCEPT
AS SHOWN.
*NOTE: IN�320 IS ALWAYS PAIRED WITH IN�
300.
MOUNT IN ALIGNMENT WITH IN�300

A. 3/16" Acrylite P95 colorless acrylic sign
panel. Paint second surface to match
C�1.

B. Screenprinted copy, color to match C�2.
Typeface is Helvetica Bold Condensed.

C. Clear Acrylic bead Braille.
D. 1/4" x 3/8" solid aluminum plate with #4

horizontal brushed finish and matte clear
coat.

E. Rowmark tactile copy tipped into panel
with minimum 1/32" relief. Color to
match R�1. Typeface is Helvetica Bold
Condensed. ISA Symbol is to be
displayed where applicable.

F. 3/16" Acrylite P95 colorless acrylic sign
panel. Paint second surface to match
C�2.
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A. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second surface
to match C�1. Do not paint edges.

B. Rowmark tactile copy tipped into A with minimum 1/32" relief. Color
to match R�2. Typeface is Helvetica Bold Condensed.

C. Clear Acrylic bead Braille.
D. 1/4" x 3/8" solid aluminum plate with #4 horizontal brushed finish and

matte clear coat.
E. Screenprinted copy. Colot to match C�8. Typeface is Helvetica Bold

Condensed.
F. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second surface

to match C�2. Do not paint edges.
G. 1/16" thick black acrylic backer panel.

A. 3/16" Acrylite P95 colorless acrylic sign panel. Paint
second surface to match C�2. Do not paint edges.

B. Rowmark tactile copy tipped into A with minimum
1/32" relief. Color to match R�1. Typeface is
Helvetica Bold Condensed.

C. Clear acrylic bead Braille.
D. 1/4" x 3/8" solid aluminum plate with #4 horizontal

brushed finish and matte clear coat.
E. 3/16" Acrylite P95 colorless acrylic sign panel. Paint

second surface to match C�1. Do not paint edges.
F. 1/16" thick black acrylic backer panel.

A. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second
surface to match C�1. Do not paint edges.

B. 1/4" x 3/8" solid aluminum plate with #4 horizontal brushed
finish and matte clear coat.

C. Rowmark tactile copy tipped into A with minimum 1/32"
relief. Color to match R�2. Typeface is Helvetica Bold
Condensed.

D. 3/16" Acrylite P95 colorless acrylic sign panel. Paint second
surface to match C�2. Do not paint edges.

E. Clear Acrylic bead Braille.
F. 1/16" thick black acrylic backer panel.

WATER CLOSET
ACCESSIBLE
LAVATORY

SWITCHES,
CONTROLS,
THERMOSTATS, &
MANUAL FIRE
ALARM PULLS

COAT HOOKSOAP
DISPENSER
(MAX. 4"
PROJECTION
FROM WALL)

FLUSH VALVE ON
WIDE SIDE TYP.

MIRROR

WRAP PIPES PER
ACCESSIBILITY

REQUIREMENTS

CLEAR SPACE FOR
ACCESSIBILITY
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100
INTERIOR ELEVATIONS & SIGNAGE

A700

Radiology Renovation for
Mammography

Palo Alto, CA

6409159129

7/19/2016

 3/4" = 1'�0"
3

Sink & Toilet Wall Elevation 3/4" = 1'�0"
2

Elevation 1 � c

 3/4" = 1'�0"
4

Elevation 1 � a 3/4" = 1'�0"
1

Entrance Elevation

 1 1/2" = 1'�0"
5

TYPICAL SIGNAGE LOCATION

 3" = 1'�0"
10

SIGN TYPE IN�323 CA24 UNISEX DOOR
SIGN

 3" = 1'�0"
9

SIGN TYPE IN � 320.3 RESTROOM ID
(UNISEX)

ADDENDUM 1 08/29/16

CONSTRUCTION
DOCUMENTS

 3/4" = 1'�0"
8

HALLWAY � CHANGING ROOMS

 3/4" = 1'�0"
12

HALLWAY � EXAM ROOM

 3" = 1'�0"
6

SIGN TYPE � IN�300 � ROOM
IDENTIFICATION AND DESCRIPTION

 3" = 1'�0"
11

SIGN TYPE � IN�310: DEPARTMENT ID
(TACTILE)

 3" = 1'�0"
7

SIGN TYPE � IN�300.1: ROOM ID FOR
LEAN/PACT CLINIC AREA

 1/4" = 1'�0"
14

TYPICAL MOUNTING HEIGHTS FOR
ACCESSIBLE ELEMENTS

ADDENDUM 1
08/29/16



1
"

BARN DOOR

PARTITION PER PLAN

ALUMINUM DOOR FRAME
WITH GASKETING

EXAM ROOMTEAMLET
WORKROOM

CARRIAGE TRACK

20 GA HDS HEADER

VALANCE

#14 TEK SCREWS @ 12" O.C.

NOTE:
PAY SPECIAL ATTENTION TO NOT
OVER�SPIN THE #14 TEK SCREWS.
PROVIDE ADDITIONAL SCREWS AT
ALL LOCATIONS WHERE OVER�
SPINNING OF SCREWS HAS
OCCURRED.

1"

PARTITION PER PLAN

ACOUSTICAL INSULATION

ALUMINUM DOOR FRAME
WITH GASKETING

BARN DOOR

CONTINUOUS SLIDING
BARN DOOR RAIL (ABOVE)

EXAM ROOM

TEAMLET
WORKROOM

(2) #14 TEK SCREWS 6"
FROM EA. END OF JAMB
AND AT CENTER (TOTAL
OF (6) FASTENERS)

20GA HDS JAMB STUD

NOTE:
PAY SPECIAL ATTENTION TO NOT
OVER�SPIN THE #14 TEK SCREWS.
PROVIDE ADDITIONAL SCREWS AT
ALL LOCATIONS WHERE OVER�
SPINNING OF SCREWS HAS
OCCURRED.

3
/8

"

BARN DOOR

FINISH FLOOR

EXAM ROOMTEAMLET
WORKROOM

PARTITION PER PLAN

BARN DOOR

EXAM ROOMTEAMLET
WORKROOM

CARRIAGE
TRACK

VALANCE

#14 TEK SCREWS @ 12" O.C.

NOTE:
PAY SPECIAL ATTENTION TO NOT
OVER�SPIN THE #14 TEK SCREWS.
PROVIDE ADDITIONAL SCREWS AT
ALL LOCATIONS WHERE OVER�
SPINNING OF SCREWS HAS
OCCURRED.

METAL STUDS,
SEE PARTITION
SCHED. FOR SIZE

9/16"9/16"

2
"

T
Y

P
.

1
/2

" 
M

IN
.

PARTITION AS
SCHEDULED

#12 SMS @
12" O.C.

STEEL DOOR
FRAME

DOOR, SEE DOOR
SCHEDULE

METAL STUDS,
SEE PARTITION
SCHEDULE FOR SIZE

9
/1

6
"

2" PARTITION AS
SCHEDULED

#12 SMS @ 12" O.C.

STEEL DOOR FRAME

DOOR, SEE DOOR
SCHEDULE

Z�CLIP

1/2" MIN. TYP.

4" TYP. UNO.

FACE OF ADJACENT
PARTITION, WHERE
OCCURS

#8 S.M.S.

1' � 0"

A1
FLUSH

A2
FLUSH BARN DOOR

A3
GLASS / SIDELIGHT

0' � 1 1/2"
0' � 1 1/2"
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A801

2

A801

4

A801

6

A801

7

A801

5

A801

11

A801

10

A801

9

A801

9

A801

12

A801

1

DOOR PULL
(BOTH SIDES)

TEMPERED
GLASS

088000 � GLAZING

INTERIOR ALUMINUM FRAME

GLASS DOOR

081216 � INTERIOR ALUMINUM SILL

2"

088000 � GLAZING

081216 � INTERIOR
ALUMINUM SILL

079200 � JOINT SEALANT &
BACKER ROD

SHIM AS REQUIRED

2
"

0.157" DIA. HILTI X�U PAF w/
1�1/4" EMBED PER ICC ESR�2269
@ 12" O.C. & 2" FROM ENDS

081216 � INTERIOR
ALUMINUM FRAME

SCHEDULED
PARTITION

FACE OF ADJ.
PERPENDICULAR PARTITION
WHERE OCCURS

 2"
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S
 1

/8
" 

(T
Y

P
.)

T
H

R
O

A
T

 D
IM

. 
E

Q
U

A
L
S

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

088000 � GLAZING

081216 � INTERIOR
ALUMINUM SILL

#12 STAINLESS STEEL
S.M.S. @ 12" OC

JAMB
OPENINGS < 5'�0" WIDE, SEE 7/A1003
OPENINGS > 5'�0" WIDE, SEE 10/A1003

GLASS DOOR

SCHEDULED
PARTITION

FACE OF ADJ.
PARTITION WHERE
OCCURS
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0' � 4" TYP UNO

1

OUTLET OR SIMILAR

BACKING AS SCHEDULED FOR WALL
MOUNTED HANDRAILS

WOOD BRACKET, TYP.

0' � 1 1/2"

PARTITION AS SCHEDULE

WOOD HANDRAIL (MATCH EXISTING)

PARTITION AS SCHEUDLED

BUMBER GUARD COVER, MATCH
EXISTING

ALUMINUM RETAINER

FASTERNER, TYP.

REGRIND BUMPER

MOUNTING CUSHION

0
' �

 8
"

BACKING PLATE AS SCHEDULED

RESILIENT BASE. FINISH, SIGNAGE &
FURNITURE PLAN, SHEET A230 FOR TYPE

TOP OF BUMPER GUARD
14" AFF

90 DEGREE MITERED
WALL RETURN, TYP.

SEE FLOOR PLAN FOR CORNER
GUARD TYPE

EASED EDGE, TYP.

SEE FLOOR PLAN FOR
EXTENT OF HANDRAIL

PARTITION AS SCHEDULED

1/4" RADIUS, TYP.

0
' �

 2
"

0' � 2"
HIGH IMPACT VINYL ACRYLIC
EXTRUSION CORNER GUARD
ASSEMBLY

NOTES:
1. SEE FLOOR PLANS FOR TYPICAL LOCATIONS
2. EXTEND CORNER GUARDS FULL HEIGHT

FASTEN AT BOTH
ENDS WITH MIN. 4
TAPPING SCREWS

CUT HORIZONTAL
FASTENER FROM
STUD

VERTICAL WALL
STUDS AT 16" [406mm]
OR 24" [610mm] O.C.

WALL FINISH
ISOMETRIC

PLAN

GENERAL NOTES:

1.CONTRACTOR SHALL
COORDINATE

LOCATIONS OF
HORIZONTAL
FASTENERS
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DOOR SCHEDULE & DETAILS

A801

Radiology Renovation for
Mammography

Palo Alto, CA

6409159129

7/19/2016

DOOR AND FRAME SCHEDULEDOOR AND FRAME SCHEDULEDOOR AND FRAME SCHEDULEDOOR AND FRAME SCHEDULE

ROOM NAMEROOM NAMEROOM NAMEROOM NAME DOOR #DOOR #DOOR #DOOR # HW SETHW SETHW SETHW SET MODEMODEMODEMODE WIDTHWIDTHWIDTHWIDTH HEIGHTHEIGHTHEIGHTHEIGHT THICKNESSTHICKNESSTHICKNESSTHICKNESS DOOR FINISHDOOR FINISHDOOR FINISHDOOR FINISH FrameFrameFrameFrame

OutsideOutsideOutsideOutside

LocationLocationLocationLocation Inside LocationInside LocationInside LocationInside Location COMMENTSCOMMENTSCOMMENTSCOMMENTS

DRESSING ROOMDRESSING ROOMDRESSING ROOMDRESSING ROOM CR001CR001CR001CR001 01010101 SGLSGLSGLSGL 3' ( 0"3' ( 0"3' ( 0"3' ( 0" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4" WDWDWDWD HMHMHMHM HALLWAYHALLWAYHALLWAYHALLWAY CHANGINGCHANGINGCHANGINGCHANGING

ROOMROOMROOMROOM

DRESSING ROOMDRESSING ROOMDRESSING ROOMDRESSING ROOM CROO2CROO2CROO2CROO2 01010101 SGLSGLSGLSGL 3' ( 0"3' ( 0"3' ( 0"3' ( 0" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4" WDWDWDWD HMHMHMHM HALLWAYHALLWAYHALLWAYHALLWAY CHANGINGCHANGINGCHANGINGCHANGING

ROOMROOMROOMROOM

EXAM ROOMEXAM ROOMEXAM ROOMEXAM ROOM ER001ER001ER001ER001 02020202 SLSLSLSL 3' ( 4 1/2"3' ( 4 1/2"3' ( 4 1/2"3' ( 4 1/2" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4" WDWDWDWD UNKUNKUNKUNK HALLWAYHALLWAYHALLWAYHALLWAY EXAM ROOMEXAM ROOMEXAM ROOMEXAM ROOM 3'(0" CLEAR OPENING3'(0" CLEAR OPENING3'(0" CLEAR OPENING3'(0" CLEAR OPENING

HALLWAYHALLWAYHALLWAYHALLWAY H001H001H001H001 03030303 SGLSGLSGLSGL 3' ( 0"3' ( 0"3' ( 0"3' ( 0" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 0 1/2"0' ( 0 1/2"0' ( 0 1/2"0' ( 0 1/2" CORRIDORCORRIDORCORRIDORCORRIDOR HALLWAYHALLWAYHALLWAYHALLWAY

(E) RADIOLOGY SUITE(E) RADIOLOGY SUITE(E) RADIOLOGY SUITE(E) RADIOLOGY SUITE LC001LC001LC001LC001 04040404 SGLSGLSGLSGL 3' ( 0"3' ( 0"3' ( 0"3' ( 0" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4" WDWDWDWD EXSTEXSTEXSTEXST (E) LEARNING(E) LEARNING(E) LEARNING(E) LEARNING

CENTERCENTERCENTERCENTER

(E) RADIOLOGY(E) RADIOLOGY(E) RADIOLOGY(E) RADIOLOGY

SUITESUITESUITESUITE

TOILETTOILETTOILETTOILET R001R001R001R001 01010101 SGLSGLSGLSGL 3' ( 0"3' ( 0"3' ( 0"3' ( 0" 7' ( 0"7' ( 0"7' ( 0"7' ( 0" 0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4"0' ( 1 3/4" WDWDWDWD HMHMHMHM HALLWAYHALLWAYHALLWAYHALLWAY RESTROOMRESTROOMRESTROOMRESTROOM

 6" = 1'�0"
1

HOLLOW METAL DOOR HEAD @ GYP. BD.

 6" = 1'�0"
2

HOLLOW METAL DOOR JAMB @ GYP. BD.

ADDENDUM 1 08/29/16

CONSTRUCTION
DOCUMENTS

 3" = 1'�0"
4

SLIDING DOOR HEAD DETAIL

 3" = 1'�0"
6

SLIDING DOOR JAMB DETAIL

 3" = 1'�0"
7

SLIDING DOOR SILL DETAIL

 3" = 1'�0"
5

SLIDING DOOR UPPER TRACK DETAIL

 1/2" = 1'�0"
8

DOOR TYPE

 3" = 1'�0"
11

DOOR JAMB AND SIDELIGHT

 3" = 1'�0"
12

SIDELIGHT SILL

 3" = 1'�0"
10

SIDELIGHT SILL AND JAMB

 3" = 1'�0"
9

ALUMINUM HEAD JAMB

 3" = 1'�0"
16

WALL MOUNTED WOOD HANDRAIL
DETAIL (WPS�2 & WPS�3)

 3" = 1'�0"
15

CRASH RAIL AND BUMBER GUARD
DETAIL

 3" = 1'�0"
14

SURFACE MOUNDED CORNER GUARD
(CB�BX)

 3" = 1'�0"
13

ANCHORAGE � GRAB BARS AND
CABINETS

ADDENDUM 1
08/29/16

1
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